


2.5   AMPLIFIER POWER RATINGS 
  

Provide a mixer amplifier or mixer power amplifier combination for each 
zone listed below with a power rating equal to or greater than 140%, of the 
specified load.  Load values shall be based on all line matching 
transformers being tapped at 1 watt unless otherwise noted.  Power ratings 
listed under "AMP" are for minimum common, commercially available sizes. 

  
Amplifier Power Requirements 

  
Department                     Zone               Load        AMP 

  
   Circulation Zone (Circ):       Levels 0 & 1       107w       150w 
   (Note 1)                       Levels 2, 3 & 4     91w       150w 
   PAD                            1-02                18w        30w 
   Pathology                      1-03                26w        60w 
   Radiology                      1-04                21w        30w 
   Emergency Service/Amb Garage   1-07/08             22w        30w 
   Primary Care Clinic A          1-09                32w        60w 
   Primary Care Clinic B          1-15                34w        60w 
    Food Service (Note 1)          1-16                36w        60w 
   Logistics                      1-17                26w        60w 
   Pharmacy                       1-18                 9w        30w 
   Ortho/Surg                     1-20                13w        30w 
   EENT                           1-21                12w        30w 
   Primary Care/Path/Rad Wait     1-24                21w        30w 
   VA                             1-25                10w        30w 
   CEP                            1-30A/B             11w        30w 
  
   Labor & Delivery               2-02                16w        30w 
   Central Sterile                2-03                 6w        10w 
   Surgery                        2-04                35w        60w 
   Inpatient Services             2-06                25w        60w 
   Dental Care                    2-14                14w        30w 
  
   Information Man. (Note 1)      3-01                10w        30w 
   Command Suite/Nursing Admin/ 
   Training & Security            3-02/03             10w        30w 
  
   All Call - (Departmental Zones)(Note 2)             7w        30w 
     Power for following zones: 
       CSD                        1-06 
       Tri Care                   1-22 
       Alarm Monitor Room         1-26 
  
   Emergency Page/Music Only Channels 
   (Microphone Paging) (Note 3)                      100w       150w (Two) 
     Power for following zones: 
       All Music Only Rooms 
       Physical Therapy           1-19 
  
       Company Command            2-08 
       Personnel                  2-10 
       Logistics HQ               2-11 
       Resource Center            2-12 
  
       Resource Management        3-04 
       Quality Assurance          3-05 



       Conf. Center (EP only)     3-08 
  

Note 1: Reference TC4 series Telecommunication Plans Keyed Note 12 for 
speakers tapped at Two(2) watts, in environments with high ambient noise. 

  
Note 2: Amplifier intentionally oversized for future expansion of All Call 
Zone. 

  
Note 3: Two Mixer/Amplifiers required, one for each program music source, 
both function as emergency Paging Amplifiers. 

 


